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INPUTS & SIGNAL
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INPUT OUTPUT

(UNINTERRUPTED POWER SUPPLY)
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Electrical

*J1-BAT (APS) : Set this jumper according to battery number. Connect
 charge voltage to transformer. For 4 battery = 48V, For 5 battery =
 55V.
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